Abstract: Currently, the knowledge of energy consumption in buildings of new and existing dwellings is essential to control and propose energy conservation measures. Most of the predictions of energy consumption in buildings are based on fixed values related to the internal thermal ambient and pre-established operation hypotheses, which do not reflect the dynamic use of buildings and users' requirements. Spain is a clear example of such a situation. This study suggests the use of an adaptive thermal comfort model as a predictive method of energy consumption in the internal thermal ambient, as well as several operation hypotheses, and both conditions are combined in a simulation model: the Adaptive Comfort Control Implemented Model (ACCIM). The behavior of ACCIM is studied in a representative case of the residential building stock, which is located in three climate zones with different characteristics (warm, cold, and mild climates). The analyses were conducted both in current and future scenarios with the aim of knowing the advantages and limitations in each climate zone. The results show that the average consumption of the current, 2050, and 2080 scenarios decreased between 23% and 46% in warm climates, between 19% and 25% in mild climates, and between 10% and 29% in cold climates by using such a predictive method. It is also shown that this method is more resilient to climate change than the current standard. This research can be a starting point to understand users' climate adaptation to predict energy consumption.
Introduction
Concerns on the environmental degradation of the planet are increasing because it implies global warming and the extinction of animals [1] , thus leading to the proposal of guidelines and standards to regulate resource depletion and the emission of pollutant gases to the atmosphere. Regarding the building sector, the European Union set the need for reducing such gases by 90% by 2050 [2] . This need for reducing the emissions of pollutant gases is due to the significant impact of the building sector on the environment. In this sense, buildings are responsible for between 30% and 40% of the total energy consumption in the planet [3, 4] , and 40% of the emission of pollutant gases to the atmosphere [5, 6] . Such percentages are mainly because of their deficient energy performance [7] [8] [9] [10] , although other aspects, such as users' behavior [11] , are influential factors as well.
In countries of southern Europe, most of the existing building stock was built in periods before the implementation of the first normatives for energy efficiency of buildings [12] [13] [14] . Regarding the deficient energy performance, the effect of climate change should also be considered [15, 16] . Such an effect can imply the increase of CO 2 emissions by 12% and the cooling energy consumption by 120% due to the use of heating, ventilation, and air-conditioning (HVAC) systems [17, 18] , since the main problem of the energy analysis of buildings is the use of historical climate data without considering the increase of external temperatures in the following years [19] . There are studies analyzing the influence of climate change on the energy demand of buildings. Pérez-Andreu et al. [15] analyzed various energy conservation measures of the façade of a building located in the Mediterranean region. The results showed how the cooling demand and the risk of overheating increased in future scenarios. The increase of cooling demand was obtained in studies conducted in different regions: (i) Karimpour et al. [20] analyzed the effect of climate change in a case study located in Adelaide (Australia). The results demonstrated that the effect of climate change increased the need of establishing measures to reduce the cooling demand; (ii) Kalvelage et al. [21] analyzed several kinds of buildings (e.g., hospitals, hotels, and supermarkets) located in the cities of Atlanta, Los Angeles, Baltimore, Seattle, and Phoenix. The results reflected a decrease in heating demand and an increase in cooling demand; (iii) Rubio-Bellido et al. [22] studied the influence of climate change in office buildings located in nine climate zones of Chile. In the buildings analyzed, heating demand decreased between 0.54 and 2.62 kWh/year, whereas cooling demand increased between 0.53 and 4.47 kWh/year.
The building sector should, therefore, adapt to this new situation [23] by establishing efficient strategies in order to reduce cooling energy demand and, in turn, its environmental impact. In this way, the setpoint temperatures assigned to HVAC systems directly influence the energy consumption of buildings [24] because they determine the working periods and range of the active systems. The configuration of acceptable setpoint temperatures would reduce the environmental impact of buildings, thus guaranteeing appropriate thermal comfort conditions without the need of realizing a high economic investment [25] . Numerous authors analyzed the influence of setpoint temperatures on the energy performance of buildings in different climate zones: (i) Hoyt et al. [26] used setpoint temperatures of 27.87 • C and 18.3 • C for upper and lower limits of the HVAC system of an office building located in the cities of Baltimore, Chicago, Duluth, Fresno, Miami, Phoenix, and San Francisco. The use of such setpoint temperatures allowed a saving between 32% and 73% to be achieved in the energy consumption; (ii) Wan et al. [27] analyzed the use of optimal setpoint temperatures to reduce the energy consumption in office buildings of Hong Kong. The results showed that the cooling setpoint temperatures greater than 25.5 • C obtained significant savings in the cooling demand, both in current and future scenarios; (iii) Parry et al. [28] studied how an increase between 2 • C and 4 • C in the cooling setpoint temperature in an office building in Zurich would result in a three-fold decrease in the annual energy consumption; (iv) Spyropoulos and Balaras [29] analyzed the reliability of saving the energy consumption in bank branch offices by modifying the setpoint temperatures. A temperature of 20 • C for the lower limit and 26 • C for the upper limit allowed a reduction of 45% in the total energy consumption to be achieved.
However, in the research studies mentioned above, those setpoint temperatures of comfort models based on the predicted mean vote (PMV) index were always configured such that temperatures were fixed and did not depend on the external temperature. Unlike such models, adaptive comfort models consider that occupants can take actions to adapt themselves to the thermal ambient, as well as establish comfort limits depending on the external temperature, thereby varying periodically. These adaptive setpoint temperatures could be established using external probes or weather stations [30] . Many studies on this field were conducted, covering topics ranging from the development of comfort models [31] to the evaluation of comfort conditions of the main standards in those future scenarios influenced by climate change [32] .
Unlike the variation of fixed setpoint temperatures, there are no many studies on the variation of adaptive setpoint temperatures: (i) Van der Linden et al. [33] used the lower limit of a comfort model established in the ISSO74 standard [34] for the Netherlands. The results obtained a reduction of 74% in energy consumption [35] ; (ii) in Spain, setpoint temperatures based on the simplified method of the ASHRAE 55-2013 standard [36] were applied, that is, using setpoint temperatures monthly varying according to the external average temperature. The results estimated a decrease of 20% and 80% in heating and cooling, respectively [37] ; (iii) in other studies, neutral temperatures of a comfort model for mixed-model buildings, which was developed for the climate of Seville [38] , were used as setpoint temperatures to compare later the energy consumptions from the use of adaptive and conventional setpoint temperatures (i.e., used before the study). The results showed energy savings of 11.4% in heating and 27.5% in cooling. The average heating and cooling adaptive setpoint temperatures were 21.5 • C and 24 • C, whereas the conventional temperatures were 22.3 • C and 23.5 • C, respectively [39] ; (iv) unlike this study where neutral temperatures were used as setpoint temperatures, the energy consumption in mixed-model buildings were quantified in another study by using the adaptive comfort limits from the EN15251 standard [40] as setpoint temperatures in the current scenario and under the influence of climate change [41] . The results showed a decrease of the energy consumption between 59.5% and 36.7% by comparing the use of conventional setpoints (23 • C in heating and 25 • C in cooling) with the use of adaptive setpoints, respectively, between the current and 2080 scenarios.
In Spain, the comfort model currently set by the Spanish Building Technical Code (CTE: its acronym in Spanish) [42] for residential buildings establishes both very restrictive setpoint temperatures and standardized usage schedules of HVAC systems without considering the various climate zones. Furthermore, such q way of operation causes high energy consumption mainly due to the main and setback setpoint temperatures of 20 • C and 17 • C in heating, and 25 • C and 27 • C in cooling. On the other hand, the CTE uses the same comfort model with the same setpoints and usage schedules for all climate zones of the country.
Human adaptation depends on social, physiological and psychological behavior, and this has an important effect on the achievement of thermal comfort and, therefore, energy consumption. In fact, in Seville, there are some people who cannot open the windows to ventilate at night for security reasons. The differences between simulated and actual human behavior are the cause of the main discrepancies between simulated and actual energy consumption [43] . Currently, CTE's comfort model is based on the PMV index; therefore, it does not consider the human adaptation to the changing thermal environment. Also, equipment usage schedules from CTE might not be similar to the actual average schedules; thus, there could be some uncertainty in simulated energy consumption results if compared with actual energy consumptions.
To maintain high thermal comfort levels and reduce the energy consumption, this research suggests the use of a comfort model which considers setpoint temperatures based on the adaptive comfort model from the EN15251 standard within its application range, and setpoint temperatures based on different static comfort models when the adaptive comfort model is outside such a range. Hence, several operation hypotheses of heating and cooling setpoints are evaluated and compared to the current predictive standards. Models are used in three climate zones which represent current and future (2050 and 2080) climate scenarios. This case study is a residential building representative of the building stock in Spain and is related to the main problems of energy poverty in the country [44] .
Methodology
The methodology is based on the six stages shown in the following sections ( Figure 1 ): (i) data collection; (ii) development of the comfort models; (iii) analysis of the climate zones; (iv) definition of the case study; (v) simulations performed in current and future scenarios; and (vi) results. 
Data Collection
To study the potential of the adaptive comfort model, it is required to establish the setpoint temperatures which fix the limits of the internal temperatures from which air-conditioning systems in the dwelling start to work.
The setpoint temperatures in the static model are set according to the CTE [42] . However, the procedure to obtain the adaptive setpoint temperatures is more complex. The adaptive setpoint temperatures correspond with the adaptive comfort limits from the EN15251 standard [40] , which in turn depend on the running mean outdoor temperature. The running mean outdoor temperature is calculated by using Equation (1) .
where ƟEd−1 is the daily average external air temperature of the previous day, ƟEd−2 is the daily average external air temperature of two days before, and so on.
The EN15251 standard establishes different categories (Table 1) in which the level of expectation of the thermal ambient of the occupant is determined. Moreover, the extent of the comfort range depends on such categories. In this case study, as it is an existing building, category III is the appropriate category. For such a category, the adaptive comfort limits are calculated by Equations (2) and (3).
where Ɵ is the temperature of the upper limit, Ɵ is the temperature of the lower limit, Ɵ is the internal operative temperature, and Ɵ is the average external working temperature. 
where θ Ed−1 is the daily average external air temperature of the previous day, θ Ed−2 is the daily average external air temperature of two days before, and so on.
where θ i max is the temperature of the upper limit, θ i min is the temperature of the lower limit, θ i is the internal operative temperature, and θ rm is the average external working temperature. This comfort model can be used if some limitations are fulfilled. Regarding the temperature, the average external working temperature should be between 10 • C and 30 • C for the upper comfort limit, and between 15 • C and 30 • C for the lower limit. It should be considered that the graphic is based on a database limited for average external working temperatures higher than 25 • C. Moreover, the upper comfort limit can be extended to around 3.5 • C by increasing the air speed to 1.5 m/s. On the other hand, regarding the occupant, the metabolic activity should be between 1.0 and 1.3 met, and the level of clo between 0.5 and 1. Such a comfort model considers the opportunities of the occupant's adaptation to the thermal ambient. Therefore, it can be applied to buildings where the opening and closing of windows is possible, as well as where occupants can adapt their clothing to their needs.
Models
Four different comfort models were suggested for this study: (a) a static model based on the setpoints of the CTE, and (b) three adaptive models: OUT-CTE, OUT-SEN15251, and OUT-AEN15251. In the adaptive models, adaptive heating setpoint temperatures (AHST) and adaptive cooling setpoint temperatures (ACST) are used, which correspond with the comfort limits for Category III in the EN15251 standard when the comfort model is applied. Currently, the use of the static model based on the setpoints of the CTE generates high energy consumptions due to the use of very restrictive setpoint temperatures. Thus, the use of the adaptive models OUT-CTE, OUT-SEN15251, and OUT-AEN15251 could reduce the energy consumption and maintain high comfort levels. When the adaptive thermal comfort model cannot be applied, the following configurations are used: (i) for OUT-CTE, the setpoint temperatures of the CTE are used; (ii) for OUT-SEN15251, the static setpoint temperatures of the EN15251 standard are used (they are included in Table A .3 of the EN15251 standard (i.e., when the running mean outdoor temperature is lower than 10 • C, heating and cooling setpoints are 18 • C and 25 • C, respectively, and when the running mean outdoor temperature is higher than 30 • C, setpoints are 22 • C and 27 • C, respectively); and (iii) for OUT-AEN15251, maximum and minimum comfort limits of the EN15251 standard are used as static setpoint temperatures in its adaptive model, extending horizontally the maximum and minimum comfort limits (i.e., the internal operative temperatures which correspond to average external working temperatures of 30 • C for the upper limit, and 15 • C for the lower limit). Table 2 and Figure 2 show such setpoint temperatures. In addition, the values of the setpoint temperatures vary in schedule ranges (12:00-7:00 a.m., 8:00 a.m.-3:00 p.m., and 4:00-11:00 p.m.) in the CTE static model. To make representative comparisons, such values also varied in the OUT-CTE model. Also, it is advisable to consider that the working schedule of the air-conditioning equipment set in the CTE was used to establish a coherent comparison between the static model set in the CTE and the adaptive models proposed. In this way, the cooling mode works from June to September, between 4:00 p.m. and 7:00 a.m., whereas the heating mode works from January to May and from October to December throughout the day. 
Adaptive model OUT-SEN15251 EN15251 Cat. III
Upper limit (ACST)
Adaptive model OUT-AEN15251 EN15251 Cat. III
Upper limit (ACST) The EN15251 adaptive model establishes that the thermal comfort can be achieved by using ventilation and by the occupant's adaptation actions if the running mean outdoor temperature fulfils the conditions of applicability, as well as other conditions related to the HVAC systems and the levels of both clo and met. If the thermal comfort is not achieved, it would be necessary to activate the HVAC systems and use setpoint temperatures from the static model of the EN15251 standard. The EN15251 adaptive model establishes that the thermal comfort can be achieved by using ventilation and by the occupant's adaptation actions if the running mean outdoor temperature fulfils the conditions of applicability, as well as other conditions related to the HVAC systems and the levels of both clo and met. If the thermal comfort is not achieved, it would be necessary to activate the HVAC systems and use setpoint temperatures from the static model of the EN15251 standard. Therefore, when the running mean outdoor temperature is higher than 30 • C, the upper and lower limits vary from 32.70 • C to 27 • C, and from 24.70 • C to 22 • C, respectively. Also, when the running mean outdoor temperature is lower than 10 • C, the upper and lower limits vary from 26.10 • C to 25 • C, and from 19.70 • C to 18 • C, respectively. For this reason, various static models are used when the conditions of applicability of the adaptive model are not fulfilled.
Analysis of Climate Zones
In this paper, the three most representatives climate zones of the Spanish territory set in the CTE DB HE (which is the Spanish Building Technical Code document in relation to energy savings) reference climates were considered [45] : (i) the B4 climate zone, which belongs to class Csa according to Köppen-Geiger's classification [46] (Mediterranean climate, with mild winters and dry and very hot summers), in which the city of Seville is located; (ii) the D3 climate zone, which belongs to class BSh (cold semi-arid climate, with moderated cold winters and hot summers), in which the city of Madrid is located; and (iii) the E1 climate zone, which belongs to class Csb (continental Mediterranean climate, with mild summers and cold winters), in which the city of Ávila is located. Such climates were selected with the aim of obtaining results which were extrapolated to other countries with the same climate zones.
Definition of the Case Study
The case study was an apartment located on the fourth floor of a residential building of eight floors, which was built in 1973 with a surface area of 77 m 2 . The apartment has a living room, a kitchen, a bathroom, and three bedrooms. Figure 3 shows the building and the dwelling studied in red. Therefore, when the running mean outdoor temperature is higher than 30 °C, the upper and lower limits vary from 32.70 °C to 27 °C, and from 24.70 °C to 22 °C, respectively. Also, when the running mean outdoor temperature is lower than 10 °C, the upper and lower limits vary from 26.10 °C to 25 °C, and from 19.70 °C to 18 °C, respectively. For this reason, various static models are used when the conditions of applicability of the adaptive model are not fulfilled.
Analysis of Climate Zones
Definition of the Case Study
The case study was an apartment located on the fourth floor of a residential building of eight floors, which was built in 1973 with a surface area of 77 m 2 . The apartment has a living room, a kitchen, a bathroom, and three bedrooms. Figure 3 shows the building and the dwelling studied in red. This dwelling was studied in a previous research paper [32] . In this study, the simulation model met the limits of 10% and 30% on Mean Bias Error (MBE) and Coefficient of Variation of the Root Square Mean Error (CV (RSME)) as per ASHRAE Guideline 14 [47] and, thus, the simulation model was validated. The dwelling has a heat pump with an energy efficiency ratio (EER) of 2.00, and with a coefficient of performance (CoP) of 2.10. Figure 4 shows the constructive characteristics of the building selected. The envelope was used in many buildings between 1960 and 1980, a period when many residential buildings were built. Also, considering that the incorporation of thermal insulation was not mandatory until 1979 [48] , the building selected (which was built in 1973) does not have thermal insulation in the envelope. dwellings (1.047 million) were built between 1971 and 1980. The typology of the case study is, therefore, statistically representative. This dwelling was studied in a previous research paper [32] . In this study, the simulation model met the limits of 10% and 30% on Mean Bias Error (MBE) and Coefficient of Variation of the Root Square Mean Error (CV (RSME)) as per ASHRAE Guideline 14 [47] and, thus, the simulation model was validated. The dwelling has a heat pump with an energy efficiency ratio (EER) of 2.00, and with a coefficient of performance (CoP) of 2.10. Figure 4 shows the constructive characteristics of the building selected. The envelope was used in many buildings between 1960 and 1980, a period when many residential buildings were built. Also, considering that the incorporation of thermal insulation was not mandatory until 1979 [48] , the building selected (which was built in 1973) does not have thermal insulation in the envelope. The operation schedules used are defined as per CTE for residential use ( Figure 5 ). The occupation on working days varies throughout the day, reaching 100% from 12:00 to 7:00 a.m. On the weekend, a total and constant occupation is shown. The use of equipment and lighting reaches 100% between 8:00 p.m. and 11:00 p.m. Table 3 indicates the maximum values for the internal loads, which were obtained from the CTE's reference values to be used in building energy performance simulations.
During the summer, it is estimated that the inhabitable spaces present a ventilation of four renovations per hour between 1:00 a.m. and 8:00 a.m. by opening the windows. During the remaining periods, the minimum volume of external ventilation air for residential use should be applied according to the CTE. Our case study is a dwelling of three bedrooms, with a minimum volume in dry rooms of 8 L/s in the main bedroom, 4 L/s in the remaining bedrooms, and 10 L/s in the living room. In wet rooms, the minimum volume per room should be 8 L/s. The operation schedules used are defined as per CTE for residential use ( Figure 5 ). The occupation on working days varies throughout the day, reaching 100% from 12:00 to 7:00 a.m. On the weekend, a total and constant occupation is shown. The use of equipment and lighting reaches 100% between 8:00 p.m. and 11:00 p.m. Table 3 indicates the maximum values for the internal loads, which were obtained from the CTE's reference values to be used in building energy performance simulations.
During the summer, it is estimated that the inhabitable spaces present a ventilation of four renovations per hour between 1:00 a.m. and 8:00 a.m. by opening the windows. During the remaining periods, the minimum volume of external ventilation air for residential use should be applied according to the CTE. Our case study is a dwelling of three bedrooms, with a minimum volume in dry rooms of 8 L/s in the main bedroom, 4 L/s in the remaining bedrooms, and 10 L/s in the living room. In wet rooms, the minimum volume per room should be 8 L/s. 
Internal Loads
W/m 2 at 100% Sensible occupancy 2.15 Latent occupancy 1.36 Lighting 4.40 Equipment 4.40
Simulation in Current and Future Scenarios
Simulations were performed using DesignBuilder software because it includes EnergyPlus (a calculation engine), which develops advanced dynamic simulations by using schedule weather data files of each climate zone under study. Figure 6 shows the model developed in DesignBuilder, in which the environment of the building (a) and upper and lower floors of the dwelling under study (b) were modeled to obtain accurate results. The dwelling was modeled by in situ measurements, developing a very real envelope of façades and gaps (according to the constructive characteristics in Figure 4 ) and considering the operation hypothesis and the internal loads set in the CTE (according to Figure 5 and Table 3 ). Moreover, the adaptive setpoint temperatures included in Table 2 were applied by using Compact Schedules. In this study, the application of adaptive setpoints in future climate scenarios was also evaluated. For this purpose, the CCWorldWeatherGen tool of the United Kingdom (UK) Met Office Hadley Centre Coupled Model 3 (HadCM3) was used because it generates weather files which are adapted to the climate change of any place in the world, as well as files compatible with most building performance simulation programs [49] . The morphing of the three current climate files (B4, D3 E1) was carried out for the A2 scenario of greenhouse gas emissions, which is considered medium-high by the Intergovernmental Panel on Climate Change (IPCC), resulting in climate scenarios files for 2050 and 2080. By using this method, files of the Energy Plus Weather (EPW) climate of the place in 
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Simulations were performed using DesignBuilder software because it includes EnergyPlus (a calculation engine), which develops advanced dynamic simulations by using schedule weather data files of each climate zone under study. Figure 6 shows the model developed in DesignBuilder, in which the environment of the building (a) and upper and lower floors of the dwelling under study (b) were modeled to obtain accurate results. The dwelling was modeled by in situ measurements, developing a very real envelope of façades and gaps (according to the constructive characteristics in Figure 4 ) and considering the operation hypothesis and the internal loads set in the CTE (according to Figure 5 and Table 3 ). Moreover, the adaptive setpoint temperatures included in Table 2 were applied by using Compact Schedules. In this study, the application of adaptive setpoints in future climate scenarios was also evaluated. For this purpose, the CCWorldWeatherGen tool of the United Kingdom (UK) Met Office Hadley Centre Coupled Model 3 (HadCM3) was used because it generates weather files which are adapted to the climate change of any place in the world, as well as files compatible with most building performance simulation programs [49] . The morphing of the three current climate files (B4, D3 E1) was carried out for the A2 scenario of greenhouse gas emissions, which is considered medium-high by the Intergovernmental Panel on Climate Change (IPCC), resulting in climate scenarios files for 2050 and 2080. By using this method, files of the Energy Plus Weather (EPW) climate of the place in In this study, the application of adaptive setpoints in future climate scenarios was also evaluated. For this purpose, the CCWorldWeatherGen tool of the United Kingdom (UK) Met Office Hadley Centre Coupled Model 3 (HadCM3) was used because it generates weather files which are adapted to the climate change of any place in the world, as well as files compatible with most building performance simulation programs [49] . The morphing of the three current climate files (B4, D3 E1) was carried out for the A2 scenario of greenhouse gas emissions, which is considered medium-high by the Intergovernmental Panel on Climate Change (IPCC), resulting in climate scenarios files for 2050 and 2080. By using this method, files of the Energy Plus Weather (EPW) climate of the place in question were obtained, and then the morphing process was carried out with projections of the GMC (general circulation model). In such a morphing process, the A2a, A2b, and A2c guidelines of the HadCM3 model were combined.
One of the advantages of the morphing process is the change of monthly mean climate values to show future variations, while maintaining the underlying characteristics of the current climate. In this way, the coherence with historic data is maintained, and buildings in current and future climates can be directly compared. Regarding the disadvantages, some variables are produced independently; hence, the relationship between them and the new climate files could not be the same, as in the historic files [18] . In addition, this method has the following limitations: (i) it should be considered that the resolution of HadCM3 is mainly used on a global scale; (ii) the HadCM3 model covers a finite grid point model covering an area of 2.5 • latitude by 3.75 • longitude, with a resolution of around 300 × 300 km 2 in the whole world; (iii) this method does not consider the microclimate effects typical of the cities (e.g., urban heating island) because the weather stations, which record data to be used for generating climate files, are generally located in the outskirts of the cities; and (iv) this method does not consider extraordinary natural phenomena because it only estimates future tendencies from average values. Figure 7 shows the increase in the average temperature of daily minimum and maximum temperatures, and the variation of the relative humidity due to climate change. The annual average temperature increases in B4, D3, and E1 scenarios from 18.7 • C to 22.5 • C, from 14.7 • C to 18.5 • C, and from 11.6 • C to 15.4 • C, respectively. However, as can be seen in such three climate zones, the effects of global warming do not equally influence throughout the year, as the increase in temperature and the respective decrease in humidity are less in cold months than in warm months. January shows an increase in the average minimum and maximum temperatures of 2.3 • C and 2.5 • C, respectively, whereas in July there are increases of 5.2 • C and 7.4 • C, respectively. Regarding the variation of the relative humidity, the variation in the average maximum and minimum temperatures is the same throughout the year, except in July. While in January, both minimum and maximum averages are decreased by 2%, the average of the minimum temperatures is reduced by 13.8% and the average of the maximum temperatures is reduced by 15.9% in July.
The comfort model set in the EN15251 standard allows the comfort levels to be evaluated only in the current scenario. In this way, as there are no comfort models available for future scenarios, the comfort model of the EN15251 standard was used for the climate scenarios of 2050 and 2080. This could imply a limitation because the acceptability and comfort ranges could change as the human beings adapt to the increase in temperature. Thus, the calculation of the comfort levels and the adaptive energy consumption is limited because the adaptation of the temperature increase was not considered. However, it is possible that the potential of energy saving grows. This is due to the fact that, if the adaptation to future scenarios is considered, human beings might consider higher temperatures acceptable; thus, the adaptive setpoint temperatures could be higher than those of the current scenario [41] . The comfort model set in the EN15251 standard allows the comfort levels to be evaluated only in the current scenario. In this way, as there are no comfort models available for future scenarios, the comfort model of the EN15251 standard was used for the climate scenarios of 2050 and 2080. This could imply a limitation because the acceptability and comfort ranges could change as the human beings adapt to the increase in temperature. Thus, the calculation of the comfort levels and the adaptive energy consumption is limited because the adaptation of the temperature increase was not considered. However, it is possible that the potential of energy saving grows. This is due to the fact that, if the adaptation to future scenarios is considered, human beings might consider higher temperatures acceptable; thus, the adaptive setpoint temperatures could be higher than those of the current scenario [41] .
Results and Discussion

Influence of Adaptive Comfort Control Implemented Model (ACCIM) on the Annual Energy Consumption
The energy consumption was analyzed by using different adaptive comfort models in various climate zones and scenarios. To evaluate the adaptive comfort models proposed globally, the averages of the reduction of the total energy consumption (heating and cooling) were determined with respect to the static model set in the CTE in the climate scenarios. Table 4 shows such averages according to each climate zone. In this way, the OUT-AEN15251 model globally provided the greatest 
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Influence of Adaptive Comfort Control Implemented Model (ACCIM) on the Annual Energy Consumption
The energy consumption was analyzed by using different adaptive comfort models in various climate zones and scenarios. To evaluate the adaptive comfort models proposed globally, the averages of the reduction of the total energy consumption (heating and cooling) were determined with respect to the static model set in the CTE in the climate scenarios. Table 4 shows such averages according to each climate zone. In this way, the OUT-AEN15251 model globally provided the greatest consumption reductions in B4 (46%), whereas the OUT-SEN15251 model gave the greatest reductions in D3 (29%) and E1 (29%). This was mainly due to the fact that the setpoint temperatures were greater in the OUT-AEN15251 model; thus, they adapted better to the warm climate of B4, whereas the OUT-SEN15251 model adapted better to D3 and E1, which were the least warm climates. On the other hand, the OUT-CTE model provided the most unfavorable results in B4 and D3 because of the restrictive cooling setpoint temperature of 25 • C applied during the hottest hours of the day. Nevertheless, such results were analyzed in detail ( Figure 8 and Table 5 ), including those of the static model according to the CTE. The results obtained from the heating, cooling, and total consumption were analyzed, as well as the results according to the climate zone. Moreover, the percentages of reduction in energy consumption with respect to the static model of the CTE are shown.
Regarding the heating consumption, the greatest total energy consumption was in the CTE-AEN15251 model in the three climate zones, both in current and future scenarios, mainly due to the fact that, outside the applicability limits, the lower limit of temperature was 19.75 • C and that such a model continuously had the highest heating setpoint temperature. B4 presented the lowest heating consumption because the temperatures in this zone were closer to such a limit.
As for cooling, the greatest energy consumption was obtained by using static setpoints (CTE model) and the lowest energy consumption was obtained with the OUT-AEN15251 model because of the setpoint temperatures used: the static model of the CTE establishes the setpoint temperature of 25 • C in daytime hours, whereas the OUT-AEN15251 model establishes 32.70 • C as the highest. In this case, B4 presented the greatest cooling consumption because it had the highest temperatures. With respect to the total consumption for the current scenario, the three climate zones coincided in that the OUT-SEN15251 model obtained the least consumption, with reductions of 50%, 36%, and 22% for B4, D3, and E1, respectively. In the context of climate change, the ideal application model to obtain the lowest energy consumption depended on the climate zone; therefore, each zone was separately studied in the various climate scenarios.
B4 obtained a lower consumption with the OUT-SEN15251 model in the current scenario, which reached a percentage reduction of 50%. However, for 2050 and 2080, such a zone (B4) benefited by With respect to the total consumption for the current scenario, the three climate zones coincided in that the OUT-SEN15251 model obtained the least consumption, with reductions of 50%, 36%, and 22% for B4, D3, and E1, respectively. In the context of climate change, the ideal application model to obtain the lowest energy consumption depended on the climate zone; therefore, each zone was separately studied in the various climate scenarios.
B4 obtained a lower consumption with the OUT-SEN15251 model in the current scenario, which reached a percentage reduction of 50%. However, for 2050 and 2080, such a zone (B4) benefited by applying the OUT-AEN15251 model, which had a higher upper limit of temperature, obtaining reductions of 48% and 44%, respectively.
A similar behavior was found in D3. The lowest consumption was obtained in the current and 2050 scenarios by using the OUT-SEN15251 model, achieving reductions of 36% and 29%, respectively. Such scenarios have external temperatures which cause a heating consumption; thus, having a lower temperature limit as high as that presented by the OUT-AEN15251 model would be negative. On the contrary, the OUT-AEN15251 model had the lowest consumption for 2080, with a reduction of 31% because of the considerable increase of temperatures.
In E1, the model which obtained the lowest energy consumption was the OUT-SEN15251 model for the three climate scenarios, reducing the energy consumption by 22%, 30%, and 34% for the current, 2050, and 2080 scenarios, respectively. Such a zone presented the lowest temperatures; hence, models with setpoints as high as the OUT-AEN15251 model are not advisable. Even considering future climate scenarios in which the temperature increases considerably, heating was significantly required in such a zone. This aspect can be seen in the increasing tendency of the percentages of reduction in future climate scenarios because heating was always greater than cooling.
The reduction on energy consumption in each climatic zone is related to the change of setpoint temperatures and climate change. However, it must be understood that there are some other factors influencing the energy consumption in future scenarios, such as the improvement of the EER or CoP values, or the incorporation of new air-conditioning systems in dwellings. Another limitation is that human behavior could be expected to change in future scenarios. Given the difficulty of this prediction, human behavior in the current scenario was used in future scenarios as well; thus, this could lead to some uncertainty in the results of energy consumption. Figure 9 shows the hourly values of heating and cooling energy consumption. A different tendency between the static model and the adaptive models was found. In the analysis of the static model (CTE) of the three zones studied, B4 was the zone with the greatest summer climate severity. The highest pick of cooling consumption was, therefore, found in this zone by using such a model, reaching a schedule consumption of up to 11 kWh. In D3 and E1, the maximum cooling values oscillated between 7 and 4 kWh, although 10 and 7 kWh were reached in some hours. On the contrary, the highest heating consumption was produced in E1, exceeding 7 kWh.
Influence of ACCIM on the Schedule Energy Consumption: Current Scenario
The reduction of such maximum consumption values produced in the adaptive models in contrast to the CTE static model was analyzed. Considering that the consumptions between OUT-CTE, OUT-AEN15251, and OUT-SEN15251 were the same when the adaptive model was applied, the variations between the graphics sharing climate scenario and zone belonged to those hours when the static models were applied. As for CTE and OUT-CTE, those intermediate zones (in which there was no heating or cooling energy consumption) belonged to the change of the main and setback setpoint temperatures: (i) 20 • C and 17 • C for heating; and (ii) 27 • C and 25 • C for cooling.
Regarding the cooling energy consumption, there was a reduction in B4 in adaptive models with respect to the CTE model. In this way, the heating consumption had a similar behavior in this climate zone. For D3, the schedule values of heating and cooling were slightly lower than those of E1 and B4, respectively. However, Table 5 shows that the total consumption was equal or lower than that of E1, as well as higher than B4.
tendency between the static model and the adaptive models was found. In the analysis of the static model (CTE) of the three zones studied, B4 was the zone with the greatest summer climate severity. The highest pick of cooling consumption was, therefore, found in this zone by using such a model, reaching a schedule consumption of up to 11 kWh. In D3 and E1, the maximum cooling values oscillated between 7 and 4 kWh, although 10 and 7 kWh were reached in some hours. On the contrary, the highest heating consumption was produced in E1, exceeding 7 kWh. The reduction of such maximum consumption values produced in the adaptive models in contrast to the CTE static model was analyzed. Considering that the consumptions between OUT- Figure 9 . Relationship between hourly energy consumption and outdoor hourly temperature of the static model and adaptive models in current scenario.
Influence of ACCIM on the Schedule Energy Consumption: Future Scenarios
To know the influence of climate change on comfort models, the analysis carried out in the current scenario was also conducted in future scenarios. Figures 10 and 11 show the results of heating, cooling, and total energy consumption in 2050 and 2080 scenarios, respectively. Moreover, Table 6 shows the percentages of increase and decrease by using the current scenario of each model as a reference, and the positive and negative values indicate the increase and the decrease, respectively.
In 2050 and 2080 scenarios, there were increases and decreases of the total consumption according to the climate zone: in B4, there were only increases because of high temperatures, whereas there were also increases in D3, albeit lower than those in B4. As for the OUT-AEN15251 model for 2050, there was a total decrease caused maybe by the high setpoint temperatures of such a model, which limited the increase of cooling consumption, thus compensating for the heating consumption. Also, there were decreases in E1, mainly because the variation of heating was greater than that of cooling. As for the CTE model in 2080, there was an increase because of the restrictive cooling setpoint temperature of 25 • C in daytime hours, which, together with the increase in temperature, implied a higher variation in cooling than in heating. Regarding the maximum schedule consumption values in 2050 (Figure 10 ), the cooling decreased in B4 from 14 kWh in CTE and OUT-CTE to around 6 kWh in OUT-AEN15251. Moreover, heating decreased from values around 9 kWh in CTE to 3 kWh in OUT-SEN15251 and OUT-AEN15251.
Such values varied in 2080 (Figure 11 ), as for the cooling consumption in B4, from 16 kWh in CTE and OUT-CTE to around 7 kWh in OUT-AEN15251. As for the heating consumption in E1, values varied from around 7 kWh in CTE to 3 kWh in OUT-SEN15251 and OUT-AEN15251.
As for D3, in 2050 and 2080 scenarios, as well as in all comfort models, the maximum values of heating and cooling consumption were slightly lower than the heating values in E1 and the cooling values in B4. In this sense, the highest consumptions were achieved in this zone, except in the total consumption of the OUT-AEN15251 model in 2050, which was slightly lower than that in E1, maybe because of the high heating setpoints of the OUT-AEN15251 model, together with the low temperatures in E1. Regarding the maximum schedule consumption values in 2050 (Figure 10 ), the cooling decreased in B4 from 14 kWh in CTE and OUT-CTE to around 6 kWh in OUT-AEN15251. Moreover, heating decreased from values around 9 kWh in CTE to 3 kWh in OUT-SEN15251 and OUT-AEN15251.
Such values varied in 2080 (Figure 11) , as for the cooling consumption in B4, from 16 kWh in Figure 11 . Relationship between hourly energy consumption and outdoor hourly temperature of the static model and adaptive models in 2080. 
Conclusions
This research suggests HVAC systems can be widely used by considering various adaptive comfort models. The adaptive comfort models depend on the external temperature; thus, their applicability range is limited. For this reason, to implement the so-called Adaptive Comfort Control Implemented Model (ACCIM), three different operation hypotheses were developed as possible approximations to the average weighted external temperatures outside the applicability ranges of the model. Thus, the approaches of OUT-CTE, OUT-SEN15251, and OUT-AEN15251 were compared with the current normative in force in Spain (CTE) and tested in three different zones of the national territory according to their climates (B4, D3, and E1) for their current scenario and their projections due to climate change in 2050 and 2080. The results demonstrate that the consumption is reduced in different ways by using this predictive model, depending on the climate and the hypothesis selected. This variability is also detected in future projections (2050 and 2080). Generally, the OUT-SEN15251 and OUT-AEN15251 models presented the best performance in all climate zones, with the OUT-SEN15251 model obtaining the best behavior in most of the cases studied for the current scenario. Regarding future scenarios, the models with the best performance varied depending on the climate zone: for the warmest zones (B4), the model with the best performance was OUT-AEN15251; for the coldest climates (E1), the OUT-SEN15251 had the best performance; and the model which obtained the lowest consumption for mild climates (D3) in the current scenario and 2050 was OUT-SEN15251, whereas, in 2080, it was OUT-AEN15251.
Nevertheless, although there was a general increase in energy consumption due to global warming (more perceptible in the warmest zones), all the operation hypotheses of the ACCIM models were more resilient than those of the CTE, even recording total values of consumption which were lower in 2080 with respect to the static model in the CTE.
It must be understood that there was some margin of uncertainty in the simulation results. This was mainly due to the lack of information regarding future thermal comfort standards, future predictions on human behavior, and future predictions on the improvement of the energy performance of HVAC systems.
The results obtained in this research provide relevant information to reduce the energy consumption in buildings. The use of comfort models with adaptive setpoint temperatures significantly reduces the energy consumption in the existing buildings, both in current and future scenarios. Thus, the comfort model for the setpoint temperatures used by the normative in force in Spain has limitations to guarantee an acceptable performance of the existing building stock without damaging users' life quality. This aspect is also shown in the normatives of other countries, in which the use of static setpoint temperatures is required. The results of this paper can, therefore, be extrapolated to other countries. Despite this, the applicability of such adaptive models to real case studies constitutes an aspect to be studied; thus, it should be analyzed in further research works.
Finally, more research studies in this field are required to carry out the transition of the static comfort models to models which are more related to the external climate conditions and which consider the users' climate adaptation. In addition, these research works could support the transition of the Spanish normative to a more sustainable energy consumption without damaging people's quality of life.
